DESIGN NOTES:
1. CONCRETE 5,000 PSI @ 28 DAYS
2. REINFORCING PER STRUCTURAL ENGINEER CALCULATIONS WITH 1" CLEAR COVER TYPICAL
3. STRUCTURE DESIGNED FOR H-20 LOADING WITH 12" (min) TO 108" (max) COVER OVER CULVERT

10' X 8' BOX CULVERT

DETAIL "A"

7/8" DIA GALV. BOLTS

BOLT POCKET DETAIL

SEE DETAIL "A"